Enclosure 1

Department of Energy
. ' .'D National Nuclear Security Administration
, ' Nevada Site Office

Las Vegas, NV 89193-8518

JUL 2 b 2008

Gerald L. Talbot, Jr., Assistant Deputy Administrator for Nuclear Safety and Operations,
NNSA/HQ (NA-17) FORS

UPDATE OF THE DEVICE ASSEMBLY FACILITY (DAF) FIRE SUPPRESSION
SYSTEM (FSS) RELIABILITY PROJECT

Reference letter from DNFSB to Thomas P. D’ Agostino, dated January 18, 2008.

The purpose of this letter is to provide an update on the commitment made to the Defense
Nuclear Facilities Safety Board (DNFSB) on the concerns regarding the availability and
reliability of the DAF FSS as described in the referenced letter.

The National Nuclear Security Administration Nevada Site Office (NNSA/NSO) and the
Managing and Operating (M&O) Contractor met with the DNFSB on April 17, 2008. The
NNSA/NSO and M&O Contractor laid out a predecisional project plan describing the strategy
to address the DNFSB concerns. The presentation to the DNFSB is attached for your
information and use.

NNSA/NSO and the M&O Contractor committed to investigate the impact of all known FSS
issues affecting system availability and reliability. The FSS Reliability Project was
established to evaluate the known FSS system deficiencies which include, but are not limited
to, inconsistencies in the safety basis documentation, system boundary definition, and coal tar
debris in the lead-in lines caused by improper installation. The project will quantitatively
evaluate the significance of the FSS deficiencies and the overall FSS reliability. Once the
system reliability baseline is determined, the M&O Contractor will provide a recommendation
to NNSA/NSO for correcting the identified deficiencies to improve the FSS reliability.

The scope of the project includes several tasks that must be completed to support the final
recommendation to NNSA/NSO, as well as meets the commitment made to the DNFSB. The
major tasks being performed under the FSS Reliability Project, their description, estimated
completion dates, and status are listed below.
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08/04/2008

Remaining Coal Estimates the On schedule. Report
Tar in FSS remaining coal tar was completed and
within lines within internal M&O
Contractor.
Flow Testing Validates the 08/12/2008 On schedule.
hydraulic calculation Quantitative pass/fail
assumptions criteria for flushing FSS
lines completed on
May 15, 2008. Flush
data trending (coal tar
quantification)
completed on
February 28, 2008.
Hydraulic Evaluates the supply 08/26/2008 On schedule.
Calculations vs. demand of system Calculations completed
for three buildings and
delivered to
NNSA/NSO on
July 11, 2008.
Reliability Evaluates all known 08/28/2008 On schedule. Contract
Analysis system vulnerabilities issued on March 3, 2008
to establish system (Omicron). Analysis in
reliability baseline. progress.
Coal Tar Study Analyzes the coal-tar 10/08/2008 On schedule.
release mechanism
from the FSS lead-in
lines as well as the
physical, chemical,
and time-phased
characteristics.
FSS Seismic Performs seismic 10/22/2008 On schedule.
Analysis analysis of the DAF
FSS tank and lines.
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Water Tank Evaluates tank 11/19/2008 On schedule. Tank
Inspection and condition and inspection on schedule
Repair evaluates results. to support the November
2008 milestone. Tank
repair moved to FY
2009. Condition of
Approval on FSS
boundary definition
completed on May 29,
2008.
Strainer Design, procurement, 03/2009 On schedule. Strainer
Replacement and installation of specification, selection,
Project Nationally and initiation of
Recognized Testing procurement completed
Laboratory-compliant on July 9, 2008.
strainers. (Strainer Installation of strainers
replacement is has been moved into FY
independent of the 2009.
November 2008
recommendation to
NNSA/NSO)

The results of the tasks listed above will be factored into the M&O recommendation to
NNSA/NSO, describing an approach for increasing the reliability of the FSS by correcting the
vulnerabilities or reaffirming that the current system demonstrates compliance with the
applicable requirements. The recommendation is due on November 19, 2008. After
accepting the recommendation, NNSA/NSO will proceed to evaluate the most cost-effective
alternatives for increasing the reliability of the DAF FSS.

The allocated funding of $2.5M includes all the tasks necessary to support the November 19,
2008, recommendation to NNSA/NSO. Recommended repairs, improvements, and strainer
installation will require additional FY 2009 funding. NNSA/NSO will coordinate funding
requirements with the Office of the Assistant Deputy Administrator for Nuclear Safety and
Operations to balance facility and programmatic requirements while accomplishing assigned
missions at DAF safely and securely.
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1.0 INTRODUCTION

11 Purpose

1.2

This Project Execution Plan (PEP) is the governing document for the execution of the Fire
Suppression System Reliability Project (FSSRP). The PEP establishes the scope, schedule,
and budget baselines for the work to be accomplished; defines the organizational elements
responsible for performing the work; and provides the requirements for baseline management
and reporting.

The PEP is owned and maintained by the FSSRP Project Manager. The Project Manager and
the FSSRP Project Team utilize the PEP to ensure completion of the fire suppression system
improvements on-budget and on-schedule.

Scope

The FSSRP is intended to evaluate issues and provide recommendations related to the
reliability of the DAF Fire Suppression System (FSS) and the ability of the system to mest
safety class functional requirements.

The overall mission of the FSSRP is to recommend a path to implement a fire suppression
system in the DAF that has demonstrated and has been verified to meet or exceed the code
and performance requirements specified in UCRL-10-154613 Rev. 2, Documented Safety
Analysis, and DAF-TSR-01 Rev. 6, Technical Specification Requirements in Section 3/4, Fire
Suppression System, which are in the process of being implemented.

The scope of the FSSRP has been divided into two phases. Phase 1 includes activities that
will lead to FSSRP recommendations. Phase 1 establishes current operational conditions and
identifies upgrades required to meet the specified system requirements. Phase 1 also
includes upgrades deemed necessary to address critical issues that impact the near term FSS
reliability. Phase 2 represents the work required to implement and test the upgrades identified
in Phase 1. Phase 2 may become a separate project depending upon the required upgrades
and NSO guidance.

This PEP is limited to the scope of work included in Phase 1. The scope, schedule, and
budget for Phase 2 will depend on the Phase 1 results. After the required upgrades have been
identified, the scope, schedule, and costs for implementation and testing will be incorporated
into the baselines and into a revised PEP using a formal baseline change proposal and
process (see Section 3.2, Project Baseline and 3.3, Baseline Change Control of this PEP) prior
to execution of Phase 2.

The Phase 1 scope of work for the FSSRP is divided into the following elements:
A. Project Management

Provide a project management and support team to oversee the project work and monitor
progress using the systems and processes identified in the C\M-V000.001, NSTec Project
Management Manual, Rev. 2, June 09, 2008. The PM team will utilize a configuration
management and EVMS control techniques to manage and control the project baselines
(scope, cost, and schedule).

B. DAF FSS Engineering Studies-and Tests

Provide a technical basis for the DAF DSA/TSR and FSS system reliability. Provide input for
determining subsequent decisions on FSS repairs/modifications/upgrades.
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e Evaluate the FSS lead-ins and make a determination to repair, replace, or no action
needed. Lead-ins are dependent upon Non-destructive Examination (NDE) tests.

¢ Conduct a study to determine the coal tar release mechanism from the FSS lead-in
piping. Analyse coal tar for physical, chemical and time phased characteristics.
Provide information for mod/repair/replace the lead-in pipes.

o Conduct flow tests of FSS. Provide basis for the reliability model for determining
whether the facility FSS passes or fails surveillance requirements. Change existing
surveillance flushing procedure to incorporate quantitative pass/fail criteria. Other flow
tests will be conducted to validate assumptions made in the hydraulic calculations.

o Inspect FSS water tank and repair as necessary and to determine whether a new tank
is required to support current and future planned missions.

C. DAF FSS Walk down and Hydraulic Calculations

Perform hydraulic calculation utilizing NFPA 13 recognized model Hydraulic Analyzer of
Sprinkler Systems (HASS).

D. DAF FSS Strainer Addition and M odifications

Perform engineering design, purchase and installation of Nationally Recognized Testing
Laboratories (NRTL) approved strainers with sufficient capacity to capture debris that
would impair the sprinkler heads. Achieve compliance and ensure required flow density is
achieved. Update/re vise hydraulic flow calculations.

E. DAF FSS Seismic Analysis

Conduct a seismic analysis of the FSS to determine the seismic status of all FSS
components.

F. DAF FSS Reliability Model

Provide a technical basis for the DAF Documented Safety Analysis/ Technical Safety
Requirements (DSA/TSR) and FSS system reliability. Provide input for determining
subsequent decisions on FSS repair/modification/upgrades.

G. Other FSS Open Issues

Identifying and prioritizing all FSS-related open issues, including V SS/SMP issues related
to the DAF FSS not otherwise captured by the FSSRP scope elements identified above.

Refer to Section 3.6 for an expanded discussion of the Execution Strategy within each
WBS SOW outlined above.
1.3  Objectives
The primary objectives for Phase 1 and Phase 2 are described in or der below:
Phase 1:

A. Determine “as-is” system capability and reliability and whether the FSS meets specified
code and performance require ments.

B. Identify deficiencies and engineering upgrades to enable the system to meet the specified
requirements.
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14
1.4.1

C.

D.

E.
F.

Re-estimate the schedule and budget for the project to incorporate the implementation and
testing of the upgrades identified.

Finalize list of upgrades to be implemented, and update the PEP to include the revised
scope, schedule, and budget.

Explore new/alternative FSS upgrades to replace or enhance current system(s)

Document proposed path forward to NSO in a FSSRP Recommendation Report.

Phase 2 (Potential New Project — Revised or New PEP Required):

A
B.

C.

Obtain approval and funding for selected upgrades.

Update maintenance and test procedures, and installed upgrade design basis
documentation.

Implement and test the upgrades known to be required in order to address critical near-
term issues.

Update design basis docum entation (DAF System Design Description — SDD, Fire
Protection) to reflect selected upgrades based on current code of record.

E. Implement required upgrades.

G.

Modify surveillance and acceptance tests in DAF Surveillance Procedures and In- Service
Inspections (I1Sls) as appropriate.

Perform validation testing to demaonstrate satisfactory compliance with the specified
requirements.

Project Drivers

Programmatic Drivers

Continued operation of the DAF, within its approved authorization basis to perform its intended
function, requires critical systems such as the FSS to be functional through the limits specified
by the DSA. System condition and performance issues have been identified that may impact
the FSS reliability to perform per existing specified requirements. The primary driver for the
project is the need to establish the technical baseline and rel iability for the “as-is” condition of
the FSS system to support continued operations in the DAF and future mission objectives.

The primary issues are as follows:

e Coal tar was used to line the riser lead-in piping, which was subsequently welded
instead of using mechanical connections. The welding caused significant degradation
of the coal tar properties in the pipes adjacent to the welds, diminishing corrosion
protection, pipe liner adherence properties, and resistance to entrainment. Coal tar
flaking can plug lines and must be evaluated.

e The original safety basis excluded the primary FSS supply tank from the safety class
boundary of the facility. This eliminated safety class seismic requirements from the
design and installation of the tank and tank feed lines to the DAF FSS.

+ Internal and external field oversight activities have identified deficiencies that will be
evaluated as part of the FSSRP.
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1.4.2 Requirements

The primary requirements are driven by the UCRL-10-154613 Rev. 2, Documented Safety
Analysis (DSA) document (pending review) for the facility, which establishes the safety class
system boundaries and performance requirements for the FSS. Additional requirements are
identified in DAF-TSR-01 Rev. 6, Technical Safety Requirements (TSR) document. Both
documents are in the process of being implemented.

1.5 Assumptions

The following planning assumptions have been made to support the sche dule and budget
estimates:

o Adequate funding will be available to execute the w ork in accordance with the baseline
project schedule.

o The required upgrade work may be performed during continued operation of the facility
by integrating any intrusive work into the integrated Facility Master Schedule to avoid
conflicts with operations.

e Entry to perform work in areas within the DAF will be allowed within a week’s notice.

e Security support and escort services will be provided to support contractor access to
the facility.

¢ Qualified vendors are found in a timely manner to execute the work in accordance with
the FSSRP baseline schedule.

e« This PEP does not take into account the effects of adverse funding allocations due to
continuing resolution for FY09. [t assumes funding above the Device Assembly Facility
(DAF) FY09 baseline will be in place to complete the entire scope of work (SOW).

1.6 End State Definition — Specific Elements

The end state of Phase 1 is defined by the following conditions:

e The Hydraulic Analysis report has been issued and includes the caiculated flow rate
and pressure analysis of the total FSS system per the requirements of NFPA-13 for the
“as-is” condition.

o Engineering design of NRTL approved strainers is com plete and procure ment of and
strainer installation has been initiated.

o The Reliability Analysis Report has been issued that provides a technical basis for the
DAF/TSR and FSS system assumed reliability factor. The analysis will determine the
reliability factor for the FSS. Included are the overall estimated reliability of the “as-is”
FSS to perform per the specified requirements, and a list of the incremental gains in
reliability that would be realized for each of the proposed modifications to the system.

e The Coal Tar study report has been issued and includes the release mechanism from
the FSS lead-in piping. Also included are the analysis results showing the physical,
chemical, and time phased characteristics of the coal tar in the existing system. List
the recommendations and justification for modifications, repairs, or replacement of the
lead-in piping to mitigate the identified issues.

¢ The FSS Lead-in piping condition report has been issued providing the “as-is” cond ition
of the piping.
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e The FSS water tank evaluation is complete and a deter mination has been made
whether to replace or repair the tank in order to meet specified requirements.

* The seismic analysis report on the FSS has been issued providing the seismic status of
all FSS components.

¢ A recommendations report has been issued summarizing the results of all analysis on
the FSS performed, listing the recommended upgrades and justification, the estimated
fractional impact on reliability each modification will have, and the cost and schedule
estimates to complete the upgrades through validation testing (Phase 2).

e New NRLT-approved strainers have been procured.

e The project baselines and the PEP have been formally updated to reflect the Phase 2
scope, schedule, and budgets or a new PEP representing a new project has been
developed.

1.7 Project Schedule

Phase 1 of the FSSRP is scheduled for completion by Nevember 20, 2008 culminating in the delivery
of a FSSRP Recommendations Report. Key project milestones are illustrated in Figure 1.

8/26 1117 11/20
7114 Issue Hydraulic Procure FSSRP
Issue Calculations for New Strainers Recommendations
riydraulic Calculations Remainder of DAF for FSS Risers Report
Report (COA) Buildings to NSO
116 1178

|ssue issue
Reliability Analysis  Godll Tar
for Current  Analysis Report

6/20 ] F8S Configuration
Transmitta) of Transmittal of PEP 107 (COA)
Pratiminary PEP to NSO Issue

Seismic

Analysis

April 2008 Report
Project
Initiation

T T T T T T
&1 ‘ m ‘ 81 ‘ ‘ on 101 ‘ 111 ‘ ‘ ‘ }
May 28, 2008 Nov 20, 2008

Figure 1. Fire Suppression System Reliability Project Timeline

Specific key milestones for the project that are the focus of this PEP include the following:

o Completion of a reliability analysis report for the current FSS configuration (COA)
e Completion of a seismic analysis report for the current FSS configuration

e Completion of a hydraulic analysis report for the current FSS configuration (COA)
e Evaluation of the 250,000 gallon water tank

* Completion of a coal tar analysis report

e Procure new strainers for installation in FSS risers

e [ssuance of a FSSRP recommendations report

Other activities that will be conducted during the execution of the FSSRP are detailed in the
resource-loaded schedule described in Section 2.5, Schedule.
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2.0

21

2.2

221

Activities that will be conducted after the issuance of the FSSRP recommendations report that
are not included in the scope of this PEP will include further refinement of the FSS reliability
analysis, potential installation of new water tank, revisions to the SDD, DSAs, TSRs, and
operational procedures.

PLANNING APPROACH
Project and Work Authorization

NSO Authorization

Formal funding authorization from NNSA/NSO was provided with approval of the
DOE/NNSA/NSO Task Plan WBS No. 101180102 NEQ and the DOE/NNSA/NSQ Task Plan
WBS No. 101050104 DAF. Changes exceeding thresholds described in Section 3.2 will
require NSO approval.

NSTec Authorization

The NSTec Nuclear Operations Division Manager has authorized the Project Manager to
perform the FSSRP (see attached Task Plan in Appendix B.)

Funding Initial Source(s) - NEO and RTBF

Current funding for the project includes $2 million from NEO and $500K from Readiness in
Technical Base and Facilities (RTBF).

Project Authorization Task Plan

The Project Manager (PM) will authorize the CAMs, indicated in the Responsibility Assignment
Matrix (RAM), by completing and distributing form FRM-2080. Contro/ Account Plan.

Other Authorization Activities

The FSSRP Project Manager will be responsible for determining the applicability of the
following analyses and classification activities for the FSSRP as appropriate:

e Environment, Safety, and Health (ES&H) Hazard Analysis

o Securities Activities Analysis

¢ National Environmental Policy Act (NEPA) Checklist

» Real Estate/Operations Permit (REOP) Risk Management Checklist
o Site/Facilities Hazard Analysis/Classification

Organization

Project Organization Structure

To ensure the successful execution of the FSSRP, a dedicated team of highly skilled managers
and technical staff has been assembled. The project organization is illustrated in Figure 2.
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Federal Project

Manager
D. Rivas

Jim Holt

AF Facliity
anager
Terry Ploeger

Sr. Procurement

Figure 2. Fire Suppression System Reliability Project Organization

The NSTec Project Manager has been assigned the responsibility to manage the successful
execution of the FSSRP. The Project Manager is responsible for the successful execution of
the project scope within established schedule and budget constraints. The Project Manager
sets project priorities and is respon sible for reviewing and commupnicating project status to all

project stakeholders.

The project manager will be supported by seven (7) project technical leads. Each project
technical lead reports to the PM and is responsible for the successful execution of their defined
technical discipline area. They are responsible for task assignments within their designated
discipline areas and ensuring all applicable project requirements are met.

222

Roles and Responsibilities

Table 1 lists the key project team members, their roles in the project, and each of their

responsibilities.

Table 1.

Project Team Members Roles and Responsibilities

Project Team Member

Role

Responsibilities

D. Rivas

Federal Project
Manager

Establishes and manages requirements and
performance metrics

Defines project scope

Assures goals and objectives are met

Ensures that work is done safely and securely
within appropriate schedule and budget change
control processes

Ensures federal authorization and approvals are
completed appropriately

Gary G. Baker

Project Manager

Customer satisfaction

Single point of accountability to NSO and NEO
Project Manager

Total management of project
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Project Team Member Role

Responsibilities

Primary point of contact for all project activity
Responsible for compliance with project scope,
schedule, budget, and quality control

Ensure compliance with all safety requirements

Roy Campbell

Project Controls
Engineer

Prepares, maintains and updates project
baseline schedule

Performs milestone tracking

Monitors working schedule performance against
baseline schedule

Provides schedule input to monthly reports
Performs progress monitoring and prepares
monthly cost update reports

Presents earned value management status
Tracks accruals versus actuals

Monitors project cost performance

Mel Millett

DAF Engineering and
Operations Coordination

Responsible for integration of project activities
with DAF Master Schedule

Approves designs for engineered modifications
at DAF — Serves as Design Authority at DAF

Paula Ellsworth

Engineering Support
Across All Project Areas

Responsible for execution and technical
adequacy of all FSS related engineering and
design activities

Tom Williamson

Procurement

Responsible for all project related procurement
activities

Responsible for managing procurement
activities to support project baseline schedule
milestones

Perry Wilson

Quality Assurance

Develops and implements the Quality Assurance
Plans and Procedures

Performs project QA Assessments

Monitor and enforce quality process compliance
Provide feedback to the Project Team
concerning quality issues

Responsible for contracter pre-qualification and
developing an approved vendor list

Gary Baker

Coal Tar Studies, and
Reliability Analysis

Responsible for execution of and technical
adequacy of coal tar studies and reliability
analysis

John Kim

Authorization Basis

Project activities for compliance with safety class
and safety significant SSC requirements
Schedules and conducts authorization basis
compliance review

Jim Pedalino

FSS CSE Support

With DAF safety class, safety significant system,
structures, and components (SSCs)

Aaron Kramer

Security Support

Provides safeguards and security interface
between the project and DAF
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2.2.3 Project Contact Information

Table 2 provides contact information for all key personnel responsible for the execution of the

FSSRP.

Table 2.

Project Team Contact Roles and Responsibilities

Project Team Member

Title/Position

Contact Information

D. Rivas

Federal Project Leader

RIVASJL@NV.DOE.GOV

Gary G. Baker Project Manager BakerGG@nv.doe.gov
Roy Campbell Project Controls Engineer CampbeRL@nv.doe.gov
Mel Millett DAF Facility Engineer MilletMR@nv.doe.gov

Paula Ellsworth Project Engineering ELLSWOPM@nv.doe.gov
Tom Williamson Sr. Procurement Specialist WILLIATA@nv.doe.gov
Perry Wilson Quality Assurance WilsonPJ@nv.doe.gov
Gary Baker Coal Tar Studies, and Reliability Analysis BakerGG@nv.doe.gov
John Kim Sr. Authorization Basis Analyst KIMJ@nv.doe.gov

Jim Pedalino Lead DAF CSE PEDALIJP@nv.doe.gov

Aaron Kramer

Security

kramer@nv.doe.qgov
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Work Breakdown Structure (WBS)

The Level 7 WBS for the FSSRP is presented in Table 3. A detailed description of the
activities performed under each WBS element is provided in Appendix C.

Table 3.

Level 7 FSSRP Work Breakdown

FSSRP Work Breakdown Structure

WBS Level 7

WAES Level 7 Element

1.01.18.01.02.05.01

DAF FSS Project Management

1.01.18.01.02.05.02

DAF FSS Engineering Studies & Tests

1.01.18.01.02.05.03

DAF FSS Walk down and Hydraulic Calculations

1.01.18.01.02.05.04

DAF FSS Strainer Addition and Modifications

1.01.18.01.02.05.05

DAF FSS Seismic Analysis

1.01.18.01.02.05.06 -

DAF FSS Reliability Mode!

1.01.18.01.02.05.07

Other FSS Open Issues

24 Cost Estimates

Table 4 provides the cost estimate for each WBS element for the FSSRP.
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Table 4. FSSRP Cost Estimate

FSSRP Cost Estimate
Cost Estimate ($000)
WBS Element WBS Title FY08 FY09
1.01.18.01.02.05.01 DAF FSS Project Management 224 658
1.01.18.01.02.05.02 DAF FSS Engineering Studies & Tests 600 18
1.01.18.01.02.05.03 DAF FSS Walk-down and Hydraulic 650 -
Calculations
1.01.18.01.02.05.04 DAF FSS Strainer Addition and 38 1,570
Modifications
1.01.18.01.02.05.05 DAF FSS Seismic Analysis 142 -
1.01.18.01.02.05.06 DAF FSS Reliability Model 348 -
1.01.18.01.02.05.07 Other FSS Open Issues - 184
Total $ 2,001 $ 2,431

2.5 Schedule

Table 5 provides the key FSSRP milestones. The detailed resource-loaded project schedule is
provided in Appendix D, P roject Schedule.

Table 5. FSSRP Key Milestones

Key FSSRP Milestones
WBS Element Milestone Description Scheduled Completion
1.01.18.01.02.05.01 Continued project support activities September 30, 2009
DAF FSS Project Management i throughout the FSSRP to include, but
' not limited to, administrative support.
‘ safeguard and security, cost and
| scheduling, etc.
1.01.18.01.02.05.02 | Approve and Issue Coal Tar Study November 8, 2008
?:;SFSS Engineering Studies & | complete Flow Test August 26, 2008
. Determine repairs for FSS November 20, 2008
components
1.01.18.01.02.05.03 Complete Walkdowns of DAF September 6, 2008
DAF FSS Walk down and Buildings
Hydraulic Calculations Complete hydraulic calculations COA | July 11, 2008
(COA extended to August 26, 2008)
Provide hydraulic calculations for rest August 26, 2008
| of DAF
1.01.18.01.02.05.04 Procure NRTL approved strainers September 15, 2008
DAF FSS Strainer Addition and  and upgrade flow calculations
Modifications |
1.01.18.01.02.05.05 Complete seismic analysis of FSS October 7, 2008
DAF FSS Seismic Analysis :
1.01.18.01.02.05.06 " Complete reliability model November 6, 2008
DAF FSS Reliability Model |
1.01.18.01.02.05.07 " Address the VSS/SMP issues and September 30, 2009
Other Open FSS Issues other open issues related to FSS
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2.6 Risk Management

2.7

A Risk Management Plan has been developed that describes how risk management will be
structured and performed on the FSSRP. The goal of the RMP is to ensure that significant
risks that could affect the ultimate success of the project are identified and appropriately
managed throughout the project lifecycle. This risk management plan development process is
designed to direct attention and resources to risk scenarios which could significantly impact
cost and schedule of the FSSRP. Because of the nature of this project, only qualitative risk
factors have been used to identify, assess, and prioritize project risks.

The result of the risk management process was the development of a risk register that the
project team uses to manage risk throughout the life of the project. The risk register identifies
or provides:

e Project risks that can affect the success of the project
o Abrief description of risk factors

¢ Risk mitigation strategies

e Monitoring require ments

e Assignment of ownership for the risk item

The PM, with support from the project team and assigned risk owners, is responsible for
managing risk during the execution of the FSSRP. Risk management is an ongoing process
used throughout the life cycle of the project. Elements within the risk register will be monitored
and the risk register will be updated, as needed. The approach used to develop the risk
register is provided in Appendix E, Risk Management. The risk register is also provided in
Appendix E.

Quality Assurance

For the Device Assembly Facility, NSTec as the Design Authority, maintains the Master
Equipment List (MEL) in which the safety classifications of the structures, systems, and
components are identified. The Structures, Systems, and Components (SSCs) are classified
as Safety Class (Quality Grade 1), Safety Significant (Quality Grade 2), and Important to
Safety (ITS), or Balance of Plant (Quality Grade 3). The NS Tec Manager of Engineering and
his organization acts as the Design Agency for DAF.

The grading rigor to be applied to the quality requirements at the project management level
resulted in a Quality Grade 1. The resultant Quality Assurance Plan (QAP) when considering
NSTec support activities for Quality Grade 1 SSCs is with the DAF Quality Officer. NSTec
Contractor Assurance d eveloped the risk evaluation, grading, and the resultant quality plan.
The Project Manager in his role of managing cost, scope, and schedule, maintains cognizance
of the quality grades and plans in the PE P for the support erganizations at the DAF as
described below.,

Contractor Assurance has participated in developing a quality grading of NSTec DAF activities
for SSCs identified as Safety Class or Safety Significant. An overali Quality Grade 1 has been
ascribed for those activities. The applicable Quality Assurance Program for Quality Grade 1
SSCs will be followed by NSTec Design Engineering, Procurement, Maintenance and
Construction consistent with their own SEP Quality Grading and QAP requirements.

Similarly, those organizations will perform activities associated with DAF ITS SSCs consistent
with their SEPs identified in Section 2.1.2 and the Quality Grade 3 requirements identified in

the PD-0001.0002, NSTec Quality Assurance Plan (QAP).
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271

272

273

The activities associated with DAF Balance of Plant SSCs will be consistent with their SEPs
and the Quality Grade 3 requirements of the QAP. In addition, the quality related activities for
other DAF SSCs not specifically classified in the MEL will be consistent with the Quality Grade
3 requirements of the QAP. Project and task specific quality requirements are specified based
on the required rigor determined jointly by the DAF Manager and the NS Tec support activity.
The project team will follow the QA requirements outlined in the Fire Suppression System QAP
(draft). NSTec document. QARD 3200.001, Quality Assurance Requirements Document,
provides the quality grade requirements for the aspects outlined in Table 6 below for the
FSSRP.

Table 6. Quality Grade Requirements
e ———————r————a—————————— S

Grade
Criteria

11213 |4
1. Program x
2. Personnc Training and Qualification X
3. Qualtty In ¢ -vement X
4. Decumerts and Records X
5. Work Pre -~ sses and Activities X
€. Design X
7. Procurem <rt X
8. Inspectior 24 Acceptance Testing X
§. Managen <1 Assessment X

X

1C. Indepen 2- rt Assessment

Quality Plan

The quality process is based on the following components:

Proven methodologies and standards

Effective monitoring procedures
« Effective change. problem and issues management
e Review and acceptance procedures

Methodology and Standards
The FSSRP Project will utilize where appropriate and in affect at the time of the plan issuance:
o Quality Management (e.g., the QAP Quality Management System, ISO 8000 standards)

o Output Development Methodology (e.g., APT Development Methodology release (most
current version) for software development)

Project Management Methodology consistent with the Project Management Institute or
equivalent industry standards (e.g., user, technical, design, training)
Project Evaluation

The measurement of the success of a project provides valuable input in to the continuous
improvement for the following phases of a project, or for subsequent projects. This evaluation
forms an important part of the Project’'s Quality Plan.

.
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2.8.1

2.8.2

283

Improvements may be identified in the areas of the planning process, the development
process, the utilization process, or to the project management processes in general.

Records

Record Keeping

The following records may be generated by the project team and retained for the Project
Manager by the team lead for Records Management. They shall be retained in accordance
with the Project Managem ent Record Procedure s as outlined herein and will be retained in
accordance with these procedures.

At a minimum, the fallowing project-specific records will be generated as a result of this project:

o Project Execution Plan

e Hydraulic Caleulations

o Strainer Replacem ent (procurement, installation)
+ Reliability Calculation

e Coal Tar Analysis

o Water Tank Inspection and Repair

¢ Flow Test

e Lead-in Pipe Analysis Extent of Condition

o Water Tank and Pipe Seismic Analysis

The following is a list of possible records that may be generated:

+ Project Management Records
e Project Proposals

¢ Incident Reports

¢ Problem Reports

o Change Requests

¢ Change Request Register

¢ Open Issue Reports

¢ Open Issue Register

e Quality Assurance Records

o Documents related to Decision Points
e Training/Qualification Records

Records Required by the PM, Project Team, and Stakeholders

Request for access to the above records, will be through a records request form. Only copies
of records will be issued with the oeriginals retaine d by the Project Records Management
Program.

Retention of Records

Records shall be retain ed according to the Archives Act. Additional retention or access
requirements may be identified by NSTec or the Project Manager.
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2.9 Acquisition Strategy

2.9.1 Acquisition Approach

292

The following work performed during Phase | of the FSSRP will be subcontracted:

e Reliability analysis — Omicron Safety and Risk Technologies

e Hydraulic analysis — Hughes and Associates (subcontracted through Omicron)
e Inspecting and repairing 250,000 gallon water tank - TBD

¢ Non-destructive testing to support coal tar analysis - TBD

o Coal tar study - TBD

Potential performance subcontractors will be identified by Procurement with the assistance of
Engineering. Advertising on the Federal Business Opportunities website for sources sought
for the specific type of work will be required. The source solicitations will require
subcontractors with previous experience working to NQA-1 and on QC-1 at DOE and/or NRC
Nuclear related projects. This will assure that selected com panies have approved QA
programs that can meet NSTec QA requirements.

The procurements will be expedited by utilizing procurement packages for similar previous
procurements to assist in developing the new procurement packages.

The SOW and Specifications for the major procurements will be reviewed ahead of time to
assure compliance with NSTec Procurement procedures. Upcon receipt of an approved
requisition, the Procurement Representative will proceed with preparing the procurement
package in accordance with the approved Procurement Department Organiz ational
Procedures.

NSTec will solicit suppliers who can perform both the inspection/testing and the required
repairs. If the supplier is not able to perform both tasks, NSTec will follow the same up front
procedures of advertising for sources and reviewing the SOW or specifications in order to allow
a smooth procurement process. Options will be included in the original purchase orders to
allow NSTec to exercise the option in an expedited manner to a selected qu alified supplier.

Procurement Process

Purchasing Specification

Design Engineering will be responsible for the development of the specifications and SOW for
all of the purchased goods and subcontr acts required for this project. Design Engineering is
responsible for transmitting these requirements to the Procure ment Department in a timely
manner and in accordan ce with NSTec CD-3400.001, Requisitioning Process.

Selection of Suppliers

It is the Procurement Departments responsibility to purchase all necessary products, services,
and construction in accordance with the procedures set forth in the Approved Procurement
Department Organizational Procedures and as defined in the NSTec Prime Contract.

Subcontract Management

Subcontract Management is the responsibility of the Procurement Department in accordance
with the approved Procurement Department Organizational Procedures, with the assistance of
Subcontract Technical R epresentative (STR) in accordance with the STR Handbook and
working in conjunction with the Procurement Departments Subcontract Administrator.

R ——— - . - T R Y
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2.10

2.1

3.0
341

3.2

Inspection and Testing of Purchased Goods & Services

Inspection and testing, p urchasing goods and services will be conducted, as appropriate, by
the Engineering Depa rtment and/or the FSSRP QA Lead.

Records Required

The Procurement Department Organizational Procedures contain standard requirements for
the retention of records.

Lessons Learned on Similar Projects

The Project team will follow the guidance provided in CD-3200.013, Operating
Experience/Lessons Learned Program, which include processes and requirements for
identifying, developing, screening, e valuating, distributing (internally and to external sites), and
using operating experiences and lessons learned to improve mission performance and
operational awareness in the condu ct of work (environment, safety quality, health
performance, and operational efficiencies).

In a memo to file, the Project Manager identifies applicable significant lessons learned from
previous projects, and state lessons learned im plementation approaches for this project. This
memo must be updated upon completion of major project milestones, in association with the
related effort to generate lessons learned identified in PM Manual, “Project Lessons Learned.”
This identification/implementation document is a brief summary of significant lessons learned
as opposed to a long list of any applicable lesson learned from the past.

Safety

Prior to work being perfermed, all required safety training will be performed and all proper
Personal Protective Equipment (PPE) will be identified through the Job Hazard Analysis and
Pre-Task Hazard Review process according to CM-0444.001-004, Job Hazard Analysis and
Pre-Task Hazard Review. All DAF work to be performed will be coordinated, deconflicted,
and approved by the DAF Facility Manager.

EXECUTION APPROACH

Project Management Approach

This project will be managed consistent with application of the principles and tools prescribed
by the NSTec project management process described in NS Tec CM-V000.001, Project
Management Manual, Rev. 2, June 09, 2008.

Project Baseline

Scope, schedule, and budget ba selines for the FSSRP are established by this PEP. The
Project Manager is responsible for tracking progress against the baselines, identifying and
understanding variances and their root causes, and facilitating implementation of timely
corrective actions as needed to ensure the project baseline scope is completed within the
baseline budget and schedule.

Tracking to the baselines will be performed using earned value management techniques in
accordance with NSTec CM-V000.001, Project Management Manual, November 30, 2007.

Earned Value (EV or BCWP) and Actual Costs (AC or ACWP) will be tabulated monthly to
assess current period and cumulative cost and schedule perf ormance relative to the baselines.
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3.3

A monthly report will be issued (See Section 3.4 Reporting) that provides the overall status of
the project relative to the baselines, includes formal variance analy ses for any Schedule
Variance (SV) or Cost Variance (CV) that exceed 10%, provides a recovery plan for returmning
the performance back to the baseline, and forecasts how long the recovery will take.

Any changes to the baselines must be authorized by an approved Baseline Change Proposal
(BCP). Baseline management will be accomplished by identifying, analyzing, and managing
the cost and schedule variances.

Baseline Change Control

Management, control, and integration of scope, schedule, and cost of the FSSRP baseline is
consistent with NSTec procedures and meets the requirements for configuration management
and change control. The integrity of the baseline is maintained through formal change control
as scope, cost, and schedule baseline changes are identified. cost savings opportunities are
identified, or funding assumptions change. Formal techniques and actions, as outlined in
NSTec project management processes and procedures, are implemented for baseline
management and control.

The FSSRP baseline is based on a definitive scope of work and has an established schedule
and budget. For any proposed project baseline change, the PM and project team are
responsible for developing the Baseline Change Request (BCR ) and completing all impact
analyses associated with the change.

A project-level Change Contro| Board (CCB) has been established for the FSSRP. The CCB is
chaired by the PM and includes representatives from each of the major areas associated with
the DAF and the F SSRP that may be impacted by a change to the baseline plans.

The project-level CCB has authority to approve changes to th e project baseline if a:

e Proposed change is anticipated to cause a cumulative increase in project baseline cost
of less than $250.000.

» Proposed change is not anticipated to cause a delay in the overall scheduled project
completion milestone of November 20, 2008 (Phase 1).

If the change threshold is above the project level CCB authority, approval will be provided in
accordance with PLN-1019.001, Configuration System Management Plan. This plan
establishes the thresholds for review/approval by NNSA/NSQO. The table below summarizes

approval levels:

Table 7. Baseline Change Approval Levels
ApprovalAuthority Cost Change Scbpe Change Schedule Change
Level
Level 1 — NNSA/HQ Changes in approved scope | Changes in schedule
that affect mission need and | milestones involving NSO
requirements external commitments
Level 2 — NNSA/NSO Over $250K Change to scope that may Changes in schedule

impact operation functions
and potentially affect mission
need and requirements

milestones greater than 30
calendar days or may impact
the project completion
milestone

Level 3 - M&O

Less than $250K

Change to scope that might
impact operation functions,

but does not affect mission

need and requirements

Changes which do not
impact the schedule beyond
30 calendar days and do not
impact the project
completion milestone
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This PEP also falls under Change Control Requirements. Approved baseline changes will be
reflected in a revised PEP as part of the formal baseline change control process. The PEP will
be re-issued with the change noted and new version number cited. [6 month frequency].

34 Reporting
Monthly reports will be issued to NSTec senior management and NNSA/NSO, including
evaluation of key performance metrics (i.e., scope, cost, and schedule) and any issues
requiring additional management support by the project manager.
A formal set of project reporting requirements has been established. The reporting
requirements and associated frequencies applicable to this project are listed below:
¢ Weekly schedule progress updates from the project team is provided to the PM.
o \Weekly cost reports are reviewed by the PM.
¢ Monthly Reports toc NSTec senior management including evaluation of key
performance metrics (i.e., scope, cost, and schedule) and any issues requiring
additional management support.
Routine project meetings will be conducted with key project stakeholders to discuss current
status, schedules, issues, and upco ming activities. Key measurable elements in the
performance monitoring process are:
Management of project scope — Ability to complete all scheduled tasks, including the
completion of all project documentation.
e Management of the project schedule — Reflected in the schedule baseline verses actual
schedule performance (Schedule Performance Index).
o Management of project cost — Reflected in the project budget baseline versus actual
project cost (Cost Performance Index).
3.5 Responsibility Assignment Matrix
The RAM described in Table 8 identifies the NSTec organizational responsibilities and project
team member responsibilities foreach Level 7 WBS element.
Table8. FSSRP RAM
FSSRP Resource Assignment Matrix
WBS Level 7 WBS Level 7 Descijption A499 - AC20- | G7PO0- Project
Nuclear DAF Project | Team Lead
Services Engineering
1.01.18.01.02.05.01 DAF FSS Project Management 1 G. Baker
1.01.18.01.02.05.02 | DAF FSS Engineering Studies and Tests 1 P. Ellsworth
1.01.18.01.02.05.03 | DAF FSS Walk down and Hydraulic 1 P. Eilsworth
Caleulations
1.01.18.01.02.05.04 | DAF FSS Strainer Addition and Modifications 1 P. Ellsworth
1.01.18.01.02.05.05 | DAF FSS Seismic Analysis 1 J. Pedalino
1.01.18.01.02.05.06 | DAF FSS Reliability Mode! 1 G. Baker
1.01.18.01.02.05.07 | Other FSS Open Issues 1 C. Watters,
etal™
Grand Total 2 2 3

* See WBS Dictionary provided in Appendix C.
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3.6 Execution Strategy for the Scope of Each WBS Element

The process that will be used to accomplish each of the major deliverables is described below
by WBS Element. See the WBS Dictionary in Appendix C for additional details of the work
scope to be completed within each WBS element.

A. 1.01.18.01.02.05.01 DAF FSS Project Management

This project will be managed consistent with application of the principles and tools
prescribed by the NSTec project management process described in PMM.

B. 1.01.18.01.02.05.02 DAF FSS Engineering Studies & Tests

In general, studies will be initiated by preparing a Statement of Work procuring subject
matter expert and specialty subcontractor services as required, performing the study,
reviewing and approving the results, and issuing the report. Testing will be performed
using existing DAF FSS approved test procedures. Any new tests required to verify piping
and pressure vesse! integrity (e.g. operational testing or h ydro-testing) will require
approved test procedure(s) be developed in accordance with the applicable codes and
requirements. A report that documents the extent of the coal tar condition will be
developed and provided as input to the reliability analysis. The report will include
recommended corrective measures. To include, but not limited to, the following studies
and tests:

o NDE on FSS lead ins

¢ Flow tests of FSS

e Coal tar sloughing analy sis mechanism

e Time phased chemical and physical analysis of collected coal tar samples

s Evaluate availability of back up fire suppression related systems for the DAF

C. 1.01.18.01.02.05.03 DAF FSS Facilities Walk-down and Hydraulic Calculations

Activities related to FSS facilities Walk-down and Hydraulic Calculations include, but are
not limited to, the following:

¢ Walk-down facility risers and sprinklers. Piping configuration data will be input to the
model based on red-lined as-built drawings developed from walk-downs in each
area as part of this project.

e Conduct hydraulic calculations to meet COA. The initial hydraulic calculations will
be based on the updated as-built piping configurations after the revised piping
drawings have been reviewed and approved. Once the hydraulic model is
complete, it will be used to calculate flow rates and perform pressure analyses per
NFPA-13 requirements.

e Perform calculations for the remainder of the DAF buildings
e Implement flow tests and modify surveillance procedures

e Report the results of the analyses to establish “as-is” projected performance data.
The calculation and report are needed as inputs to the reliability analysis.

D. 1.01.18.01.02.05.04 DAF FSS Strainer Addition and M odifications

A walk-down of all risers will be performed to initiate the design pro cess for the new
strainers. The strainer design will be developed, reviewed, and NRTL approved using
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NSTec standard engineering processes. A procurement package will be developed, the
strainers will be procured, and receipt inspection against the design will be performed. A
construction work package containing appropriate isolation requirements and alternative
fire suppression system support for each affected area will be drafted, formally approved,
and executed for the installation of the strainers. The completed modifications will be
inspected, the as-built drawings will be revised, and the flow model will be modified to
reflect the new piping configuration in preparation for a post strainer installation hy draulic
analysis. Flow tests will be performed in accordance with standard DAF FSS procedures.
A final hydraulic calculation, utilizing DAF FSS, will be performed for post strainer
installation and used as input to the reliability analysis. The following activities will be
performed in the sequence indicated:

e Develop basis for strainer requirements

e Procure FSS strainers

¢ Develop DAF FSS modification design requirements

¢ Develop DAF FSS strainer engineering change p ackage

o Validate engineering drawings for strainers

s Develop construction work control documents

e Modify and install DAF FSS strainers

o Issue as-built FSS drawings

¢ Perform final hydraulic calculation
E. 1.01.18.01.02.05.05 DAF FSS Seismic Analysis
A seismic analysis will be performed on the FSS. An engineering report will be prepared,
and an inde pendent review will be completed prior to issuing the final report.
F. 1.01.18.01.02.05.06 DAF FSS Reliability Model

The reliability model will be performed by OMICRON based on the as-is condition of the
FSS to include data collected under the engineering studies activities outlined above. The
reliability model will include:

o NDE of FSS lead-ins
o Flow tests of FSS

e Coal tar studies

e Hydraulic calculations
e Seismic analysis

G. 1.01.18.01.02.05.07 Other FSS Open Issues

(VSS/SMP) Deficiency Tracking System (DTS) Issues and other FSS open issues.

All open issues/findings will be closed with FY09. Examples include, but are not limited to,
the following:

s FSS tank gauge and monitoring.

e There was no objective evidence that the DAF T SR requirement for flow density
was derived from the FSS design.
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4.0

5.0

o Design criteria were not consistently maintained between design and safety
documents.

o DAF's fire protection program assessments need to increase their scope/depth.
o DAF-SDD-FPS inconsistent with the DSA.

READINESS ACTIVITIES

All work proceeding under this project will, as a minimum, be reviewed by the DAF AB
organization for USQ screens. Additional review s, such as independent verifications and
validation/calculations, data, imports, etc., will be conducted by the subject matter expert
identified as the responsible CAM on Appendix C.

If an operational building does not meet requirements as stated in the DSA and TSR at the end
of Phase 1, compensatory measures will be put in place and a Justification for Operations
(JCO) will be submitted to NSO for approval. Determination will be made by reviewing the
documentation prepared during Phase 1. Temporary measures will be invoked until
engineered upgrades can be accomplished.

The following activities will be performed to ensure readiness:

¢ Design and Safety Specification Review

e Review Operational Procedures

o Assess Equipment and Components

e Perform Work Control

o Select Personnel

e Perform Inspection. Testing, and Calibration

o Perform Quarterly FSS Maintenance Procedure and TSR Surveillances

PROJECT CLOSEOQUT

Completion of all project deliverables and acceptance by the customer, confirms that Phase |
of the DAF Fire Suppression Sy stem Reliability Project has met its objectives without
disrupting or interrupting DAF facility operations. The project manager is responsible for all
activities associated with project closeout. The following activities will be completed during
project closeout:

o Development of a Project Closure Report that is approved by the project sponsor and
customer. The closure report outlines the activities that project manager must
undertake to bring the project to closure. The project is closed only when all activities
in the Project Closure Report have been completed.

¢ Conduct of Final Project Performance Review to determine the overall success of the
project and capture open issues for further resolution that will be addressed in Phase 2
of the project. The Project Manager is responsible for developing a project
performance review team consisting of key managers (e.g., DAF Facility Manager) and
subject matter experts as needed. The review team will document their findings in a
final report.
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e Development of Lessons Learned will occur throughout the planning and execution of
the FSSRP and will be documented in a final Lessons Learned Report as part of the
project closeout.

e Administrative and financial closeout occurs as the last step of the project.
e Completion of all project activities per the NSO approved PEP.

o Submittal of the final Phase 1 FSSRP report with recommendations to NSO and other
appropriate stakeholders.
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APPENDIX A. DNFSB LETTER

The following letter was a correspondence between Thomas P. D’Agostino, Administrator at
NNSA/DOE and A.J. Eggenberger, Chairman of the DAF Safety Board.

DEFENSE NUCLEAR FACILITIES

A.J. Eggenberger, Chairman

John E. Mansfield, Vice Chairm: - SAFETY BOARD
Joseph F. Bader
Larry W. Brown 2% Iadisna Avenue, NW, Suite 700 Washington. D.C. 20004-2901
Peter S. Winokur (202) 694-7000
January 18, 2008

The Honorable Thomas F D"Agostino
Administrator

National Nuclear Securizy Administration
US. Deparumiciit of Eneriy

1000 Independence Aven e, §W
Washington, DC 20585-1 000

Desic Mr. 1 Agostino:

The Device Asseribly Facility (DAF) at the Nevada Test Site cortines % implement
planned sctivities that expand its mission, including receipt, storage, and operations involving
special nyclear masesial: r uclear explosive operations; and the insgalistion of equipment to
perfoon poensial eriticali-y expetinsents. The Defense Nuclear Fieilities Sufity Board (Board)
has idéntified majoc issues with the safety related fire suppression system. These issues call into
question the ghility of the system to perform reliably in case of need. "The Bossdhas previously
expeemed conctins raapect 1o the reliability of the DAF fire §uppres=ica.sy8ém in lewers to
the Natianal Nuclear Sec:.rity Administration (NNSA) dated November 3. Mud November
28,2005, The Bre suppie ssibn system deficiencies raised in those lésters remain lirgely

unaddressed.

Boied's saff ecmdy wonducted a review of fire protection at JAF and identified
scveral significant fesues < oncerning the availability and reliability of safety-€lags snd safety-
significem fire protection catures. The fire suppression system does not miset the typical design
m for a safity-class system, e.g., redundancy to preciude a single active failure or a safety-
rificans systea, In addition, the potential for impairment of the existing fise suppression
system hmMy defini 2d ini the DAF safety basis. These issues:ate documented in the

In the past-yens, t-.c Nevada Site Office conducted vital saffety systefn reviews, safety
WRDEPUNCAT PIOgTSIT Bssossments, and a review of the draft update:to the JAF safery basis.
These efforti have also identifiod a list of deficiencies in the fire proteetion: systemyat DAF.

Thie Basnd is etpecially caacerned about the continuing degradation of the underground
piping thet supplics walr «» e DAF fire protection system. This degradationresults in
ks of cobris-in the water supply, which can adviersely impsict thie fire
pectection sysemi. 1be Board does ot believe that periodic flushinig-and cleaning of strainers is
ensuring that the firc protection system will perfan ay anticiputed in the
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The Honorable Thomas [ 1)°Agostino Page 2

DAF Documented Safity Analysis. The Board believes this long-standing jrobiler w

waater supply piping asecs 1o bie resolved before more hazardous muclear: om €4, uclear
explosive operations or eritieality experiments, begin at DAF. Comettive actions and approprisie
compensatory measures ficed 10 be developed and implemented promapity 1o sddrass this.sed
other issues discussed ir. the enclosed report, as well as deficiencies identifhed by Kevads Site
Office.

Therefors, pairtuznt 10 42 U.S.C. § 2286b(d), the Boasd requasts that NNSA peovide s
briefing to the Board wittin 435 days of receipt of this letter to address the: following questivng:

1) What actions will be taken to comact deficiencies in [NAF s fire protsction watsr
supply?

2) What'is-the schzdule to improve the reliability of DAF's fise suppression systeme™
Suj,

A. J. Eggenberger
Chairman

e Mr. Gerald L. Talbet, Jr.
Mr. Mark B. Whitaker, Jz

Enclosure
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DEFCNSE NUCLEAR FACILITIES SAFETY BOARD
Staff Isswe Repert

November 20, 2007

MEMORANDUM FQO#: I. K. Fortenberry, Teechmical Director

COPIES: Board Members
FROM: C. March
J. Deplitch
SUBJECT: Fire Protection at the Device Assembly Facility

Thix report dosuments 3 review conducted by the staff of the Defense: Nuslear Facilities
Safety Board (Baardjof fire protection at the Device Assembly Facility (DAF)at
Test Site. Ta perform this review; staff members C. March and J. Dc;ﬂuchm with
representaiives of the Latoratory Joint Nevada Test Site Program Office. La i
Nmnl Lm National Security Technologies, LLC, and the Nztional Nuclear Security
o0’s Nevada Site Office (NSO).

Background. [3«.F was-designed in the 1980s, with construction; of the Escility
beginning is April 1988, .awrence Livermore National Laboratory and Los Alasios Naticnal
Laboratoey ook bemeficizl occupency in 1996, and operations began in [99%.

DAF Iais a firé protstion program as required by Department of Energy Onder 420.14,
Fmﬂww 'I“M protection features incorporate 2-hour rated fire barigrs between the
various DIAF buildings, < cafitig separate fire areas, while active fire suppression consists of

tl wpicinkles ThnwuiasupplyforDAFupmvEedbyabomﬁlhgon-gxomdald
ety W tank docetec on.a hill approximately 0.5 miles behind and 230 feet sbove DAF. A
single 12-inch.dismeser imaia feeds a 10-inch diameter coment-lined ductile jros underground
diseribiction loog, providir.g domestic potable, industrial, and firefighting wassr s DAF.

Al bsifidings {exc=p1 the parking garage, Building 510) are currenily proiscted by
automatic speinklsr systeras. The systems in buildings that would support ssckesr explosive
ciierations. are m m{m-c!ass while the systems in buildings fot thie dawidraft table,

sl € “xpexitgents Facility are designated safety-signifieast. DAF also has s
ﬁnm system to m persdiiné] of fires, radiation alarms, security intnusices. of gas attacks
in lh facility. Should any of these threats occur, the fire alarm system would reapond with
sudible and visual wamings nique to the threat. Beoth levels of DAF are also:provided with
portable fire ex shiets aisd cquipped with wet standpipe systems for yse-fyy the Nevada Test

Site fire departmcm
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Underground Piping. The ability of the fire protection water supply systems 1o provide
sufficient water to safety-class and safety-significant automatic sprinkler systints is §.concem:
During initial installation of the water distribution system at DAF (in about 1987), the 27 fire
swpgeession system lead-in pipes were installed using coal-tar-lined steel pipe. Thess pipes
showld have been joined using mechanical fittings, but the installing contractor field-welded the
joimts. The welding dam-.ued the coal-tar coating, which has subsequent]y been fliking off. This
was first observed in abo':t 1994, approximately 4 years afier DAF was tumed over-io NSO,
With the pipe’s protective coating absent, corrosion of the interior steel pipe walle at cvery
welded joint began and continues to this day. The loose pieces of coal tar Hning imaserial could
bmpair the fire suppressic 1 system. Several hundred joints and several tioussed fieet of
underground fire mains 2:¢ affected.

To address these conditions until repair or replacement of the lead-ins-coald-he
accomplished, the Nevauu Test Site operating contractor initially began flushing the undlerground
mains and installed strain:rs in the fire protection risers. The contractor latee flushed the piping
within DAF to remove ary material that might have lodged in thie pipse before the problem was
discovered. The contracior also performed internal video surveillance of regi
underground piping to obiain a visual confirmation of the extent ofithe damage in 1995 and
2000. NSO has not secur:d funding to repair or replace the damaged piping since the problem
waas first discovered. Trending of the results of the flushing was first suggested in 1998, but did
not begin until this year

As of September _ 3, 2007, DAF had flushed 17 of the 27 suppress.on system
underground mains as part of a biannual flushing requirement. Of thise i completed, the
DAF system engineer cor:siders 4 to have failed the surveillance becauss of excessive debris, and
they are being flushed or. an accelerated schiedule in an attempt to remove sl loves material,
Building 712 underground piping has been flushed more than 1(:tisiies, with-over 6 kg of debris
being collected. Other p¢ »rly performing systems piping included Building 491 {1.7'kg
eollacted), Building 492 | ).5 kg), and Building 494 (1.2 kg).

During a system walkdown, the Board’s staff noted that the:strainers installed in the fisgrs
are mok listed or approvec for fire protection service. An evaluation is needed to validam that the
instatled equipment meets or is equal to the requirements of Natiosa} Fire. Proteciion Assecistion
(NFPA) 13, Standard for -he Installation of Sprinkler Systems. and NFPA. 25, Mﬁr rln
Mn Testing, and ‘Muaintenance of Water-Based Fire Protection Sysiams. Bl
is mot meceptable should b~ replaced. The Board’s staff also obsesved that the mesh. uit
sWminars varies according Lo the size of the strainer, and was not seleeted on the basis of its
effantiveness in straining .he system’s debris or meeting the NFPA 2§ recommenidalion for
3.2 mm (1/8-inch) perfora.ions.

Underground Lezd-in Flushing Procodure. After reviewing the procedure used o
flush the underground lead-ins and witnessing the activity, the Boand's staff idereifind seversl
isswes related to the adeq: acy of the procedure:
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APPENDIX E. RISK MANAGEMENT AND RISK REGISTER
E.1 Introduction

The FSSRP utilizes a coordinated risk mitigation process, which includes risk management roles and
responsibilities, the identification and prioritization of risks to project execution, and the development
of mitigation strategies.

The goal is to ensure that significant key risk factors that could affect either the ultimate success of the
project or the continuity of programmatic activities are identified and appropriately managed
throughout the entire project lifecycle.

E.2 Roles and Responsibilities

All project personnel will work together to minimize risk. The Project Manager is ultimately
responsible for the overall success of the project and, therefore, for ensuring that all risk elements are
adequately managed. The Project Manager will direct the identification, evaluation, and mitigation of
project-related risk and will work closely with the project team to establish mitigation priorities.

The PM will also be responsible for:
* Leading the project team in the identification and evaluation of project-related risks and in the
development of mitigation strategies

e lLeading the implementation of mitigation strategies
e Leading periodic risk reviews
s Ensuring that risk assessments and mitigation strategies are appropriately documented

E.3 Risk Management Process

The risk management process includes the following four elements:
¢ Risk identification
o Risk analysis
¢ Risk mitigation
e Risk tracking, reporting, and change control

This process is designed to direct at tention and resources to risk scenarios, which could significantly
impact the cost and schedule of the FSSRP.

E.3.1 Risk ldentification

FSSRP activities were evaluated to deter mine risk scenarios and their potential effects on project
scope, schedule, and budget and how project activities might affect or be affected by DAF operations.
To facilitate the process, activities were reviewed within pre-determined categories and entered in a
risk register. Categories used for the FSSRP are Cost, Schedule, Technical / P erformance, and
Programmatic. The initial identification of risk for this project was accomplished by compiling input
from subject matter experts and project team personnel.

E.3.2 Risk Analysis

Both the probability that a given risk scenario would occur during this project and the consequence for
each risk scenario were evaluated qualitatively as either “Low”, “Medium”, or “High”. In an effort to
gain consistency in the relative ranking of consequence, evaluation criteria were developed for each
risk category and are presented in Table9. T he relative risk matrix used for this project is presented in
Table 10 and the analysis results for each identified risk were captured in the risk register.
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Table 9. Consequence Ranking Criteria

Rank Risk Category Evaluation Criteria
Cost Minimal impact to planned budget.
Minimal adjustment needed to meet project objectives. Milestone
Schedule e
L delays would be minimal.
Technical/Patnrmancs Technlcal and/or performance requirements are minimally
impacted.
Programmatic Ability to meet commitments is minimally impacted.
Cost Moderate impact to planned budget.
Sehediile Moderate adjustment needed to meet project objectives.
. Milestone delays would be moderate.
Medium Technical and/or performance requirements are moderately
Technical/Performance | .
impacted.
Programmatic Ability to meet commitments is moderately impacted.
Cost Significant impact to planned budget.
Sehadule Significant adjustment needed to meet project objectives.
High Milestone delays would be significant.
TeshnicaliPadormance Technlcal and/or performance requirements are significantly
impacted.
Programmatic Ability to meet commitments is severely impacted.

Table 10. Relative Risk Matrix

Probability of Consequence
Occurrence Medium

Low

High Medium Risk

Medium

LowRisk  Medium Risk

E.3.3 Risk Mitigation
Four strategies are generally available to respond to any risk:

Avoidance — Eliminate the source of risk, generally through a fundamental change in requirements
or specifications. This is the most desirable strategy when conditions permit.

Transfer — Reallocate of all or part of the risk to another party or by taking collateral actions to move
the risk to another part of the project by reconfiguring systems or requirements as a means of
reducing the overall risk to the project.

Control — Decrease the likelihood of occurrence of a risk scenario and mitigate the potential
consequence.




PROJECT EXECUTION PLAN

Document Number: PEP-PMO-1002 Effective Date: July 31, 2008

Revision Number: 1 Page 40 of 45

Acceptance — Acknowledge that the risk exists, forego mitigation efforts, and consciously decide to
accept the consequence should the scenario occur.

A risk mitigation strategy was developed for each FSSRP-related risk ranked as either high or medium
and was captured within the risk register. Mitigation strategies for risk items ranked low were
developed at the discretion of the Project Manager. The overall risk-mitigation strategy for this project
was also captured within the risk register through a prioritization of risk mitigation strategies, the
development of mitigation actions and a schedule for implementation of those strategies, and the
identification of risk owners responsible for implementation. '

E.3.4 Risk Tracking, Reporting, and Change Control

The FSSRP will include the analysis and tracking of risk items within the Risk Register. Risk status is
expected to be actively discussed during routine project meetings and to be addressed in all project
status reports. The Risk Register is a living document that will be will be reviewed and updated
frequently during project execution.

The procedure to revise the Risk Register includes:

e An evaluation of the risk ranking and mitigation actions for previously identified risk.
e Incorporation of newly identified risk.
e Status changes to existing risk.

o |dentify specific mitigation strategy and path forward for any residual risk identified as either
medium or high.

¢ Redistribute revised Risk Register to project team members.

E.3.5 FSSRP Risk Register

The risk register used by the FSSRP project team to track risk items is provided on the following
pages.
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I \
| Before \ After Mitigation
Mitigation
| " | e 8
Item Tri . J i : Z| e 0 1 { it 2| e S :
# rigger (if this happens) R ‘sk Description/Scenario & §_ x g, Risk Controls/Mitigation 3 % - g Risk Owner
3 ; 3 (2
| 8| 8| ®| & | el 2% s
o o o o -
f ~ [§] O g
- o
| I
R-3 Unable to develop a list of qualified vendors C | Do not require full Quality review of Procurement & Project
with NTRL approved strainers | and to procure strainers that meet the required vendor to qualify them; igstead use Engineering
that meet the required quality stan%:rds creating a slip in strainer “Commercial grade dedication” by
specifications and quality installation schedule NSTec (more effective bécause of
standards and to complete ‘ limited number of strainefs to be
procurement timely procured)
R-4 Insufficient number of qualified | Unable to meet the Hydraulic Calculations C Conlmgency Plans - Bac}(up resources Project Engineering
resources to complete schedule and ultimately affecting the in queue
Hydraulic Calculations - completion of the Reliability Analysis Report ‘
Minimal number of personnel due to internal resource(s) availability. Failure ‘
with skills to complete calculations by due date has
significant cdnsequence because of |
interdependencies with DSA implementation |
R-5 Reliability input data is not Unable to méet the Reliability Model C | Ensure data is transferredl in a timely Project Manager
provided in sufficient time to development\ schedule due to data not being manner and monitor progress of model
perform the analysis provided to RLeIiabiIity Model development development
subcontractor (Omicron) ‘
Schedule
S-1 Unable to effectively Unable to coordinate FSSRP tasks with DAF C Coordinate FSSRP activities weekly M|M|[M Project Manager
coordinate FSSRP with DAF Integrated Schedule with DAF Facility Managdr
Operations
\ Environmental, Safety & Health !
E-1 Conduct ES&H evaluations for | Discovery of inknown ES&H issues M Conduct ES&H Hazards Analysts Project Manage_
each activity as project ‘ Security Activities Analysis, NEPA
progresses Checklist, REOP Risk Checklist, and
‘ Site/Faciliies Hazard Anglysis /
Classification early in Phagg 1
Waste Management \
W-1 Conduct waste analysis Significant w: ste generated during tank M[M|M Evaluate process to deterrnine waste Project Engineering
inspection/reialr activities (e.g., potential stream type and quantity
sandblast material/residue from tank) |
A Training and Qualificatlons Jiis
T-1 Subcontractor training Personnel training and qualifications required Monitor ! Procurement
insufficient for subcontragtors (e.g., site access/GET) |

* Strategy: Av-Avoid, T-Transfer, C-Control, A-Accept ‘
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Term

AB
BCP
BCR
CM
COA
CSE
DAF
DE&SS
DOE
DSA
DTS
ECCB
EM
ESH&Q
FSSRP
HASS
HR
HS&DA
IPT
JCO
LOE
M&l
M&QO
MEL
MSIP
NDE
NEO
NEPA
NFPA
NNSA
Non-DNFO
NRTL
NSO
NSTec
NTS
PEP
PM
PMO
QA
REOP
RTBF
SDD
SOwW
SSsC
TSR
VSS/SMP
WBS

APPENDIX G. ACRONYMS

Definition

Authorization Basis
Baseline Change Proposal
Baseline Change Request
Configuration Management
Condition of Approval
Criticality Safety Evaluation
Defense Assembly Facility

Defense Experimentation and Stockpile Stewardship

U.S. Department of Energy

Documented Safety Analysis

Deficiency Tracking System

Executive Configuration Control Board
Environmental Management

Environment, Safety, Health, and Quality
Fire Suppression Sy stem Reliability Project
Hydraulic Analyzer of Sprinkler Systems
Human Resources

Homeland Security and Defense Applications
Integrated Project Team

Justification of Operations

Level of Effort

Management and Integration

Management and Operations contract
Master Equipment List

Management System Improvement Project
Non-destructive Examination

Nuclear Explosive Operations

National Environmental Policy Act

National Fire Protection Association
National Nuclear Security Administration
Non-Defense Nuclear Facilities Office
Nationally Recognized Testing Laboratories
Nevada Site Office

National Security Technologies -°

Nevada Test Site

Project Execution Plan

Project Management/Project Manager
Project Management Office

Quality Assurance

Real Estate/Operations Permit

Readiness in Technical Base and Facilities
System Design Description

Scope of Work

Structures, Systems, and Components
Technical Safety Requirements

Vital Safety Systems/Safety Management Program

Work Breakdown Structure

Effective Date: June 20, 2008
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FSS Issues (Examples)

DNFSB Letter

SMP/VSS Assessment

DAF DSA Annual Update

DNFSB Recommendation
2008-1

f———
y‘d?"tjm! ngcml;rity Technologies-<

Reliability, SC design, VSS assertions, piping
integrity, compensatory measures, flushing
procedures, straining, tracking and trending , water
supply, FP assessment.

Coal tar study, straining, flushing procedures,
tracking and trending, hydraulic calculations,
system corrosion, SC boundary, NFPA code
deficiencies.

Reliability, hydraulic calculations, water tank as a
SC system.

Safety Class design criteria, operability.

Vision * Service « Partnership F "&. )
Wi 4

Page 3
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FSS Strainer Improvements

Issue:

Action:

Reason:

Schedule:

g— .
vﬂhg"t_im! Security Technologies'ic

Current strainers employed within the FSS are not
NRTL approved.

Perform engineering design, purchase and
installation of NRTL approved strainers with
sufficient capacity to capture debris that would
impair the sprinkler heads. Update/Revise
hydraulic flow calculations.

Achieve NRTL compliance

24 June 2008 — 17 March 2009

Vision « Service » Partnership W A'&Z?A
mor ¢ i A >

National Ne Securl
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FSS DAF Strainers Improvement

T1

Data Date 07APR¢T3| Offical Use Only (QUG) DAF Schedule
. t : : 3 i
Flm &lppmlon Systam Doc Rovlews and Amylsls | ; ; ': : 3
. Dwvel Strabrar B i - S ; ; : : }. ;
: Draft Basis fov' Strainer R.qumm.ms EE o] 24iunpa | owuLos : : ! : : :
|BAFS1032  |Review Basis for Striainar Requirements 2} 2 o] oz2suros | o7uuLos ' ; ’1 : ? i i
BAFS1034 Aoprove &ivede Basln for Sirsinar Requrenterte I o] osiioe | cajuLoe : .’ ; : ! v
PR , N v : T T T B K
Drat F53 Mods Design Raquirements 5] 5] o] 18uN0s | 250UNGS | | P
Revidw Draft FS§ Mods Dasign Reduirements 2 2 0] 28JUNOS 30JUND8 : ! : I : ' X
Approve and Issue FSS Mods Design Requirements 1 1 o| otsutos o13JL08 X ' X . . :
. Devalop New DAF K35 Saminer Mo Ore T ; SIS 2 ; b
BAFS1080  [Develop New DAF FS§ Strainer Mogs Druwmgo 40} 40 of aquLos 11SEPOS. ‘ ' ! ! !
BAFS10682 Review New DAF FSS Stralner Mods Drawings 8 8 al  158SEPO8 253EPOS ' ! : !
BAFS1084 Approve & Issue DAF FSS Strainer Mods Drawings. 4 4 0| 2BSEF0B 020CT08 : ' ; e
Fire s::ppresslon Systam Flclllly Work : ; ; : : ‘
[BAFS20% | Develop WP for Walk Down Risers & Spnnklers 4] 4] 0] 28APROB | 01MAYOS y : ; :
faAEs2012 Walk Down FSS Risers & Spriniders 24| 24 o] b5MAYOS | 16JUND8 H . i :
{BAFES2014  |Submit Walk Down Markups (9 Enginesring 1 1 o] 17sunos | 17JUNOCe H ; 1 X : |
ARt N R e e e : o g : ¢ N : . i
[BAFS2020  [Develop WP for Validation of Strainer Drawings FIE o] osoctos. | grocTos ' i i ‘
{BAaFs2022 Perform Field Valldation of Strainer Drawings 4 4 o| osocros 140CTOB : ! ' y . i
{eAarszo24 Submit Validation Brawings to Engineering 1 1 a| 1s0cTO8 150CT08 ; : : ‘ '
Fire Suppression Systcm ProcumnenUCQnstmcuon : : ! f ; i
‘Progure FSS Striiners Sy ; ; Y : _i :
BAFS3010 Develop Proeuremmt Pﬂd(agefor FSS Strainers 4 4 0 08JuLos 15HL08 \ . | : : : )
BAFS3012 | Procure FSS Strainers 18] 18 o] 16uL08 | 12AUGO8 : : rocuremert, | :
BAFS3014 Reclept Inspect FSS Strainers and Stage for Inst 1 1 0| 13AUGDE | t3AUGOS ket i A i ' X
Mp Construstion Work Contral Doguments - ) e : Loy ; : ;
BAFS3020  [Dramt Construction WP for FSS Modification s} s o] 1soctos | 2¢ocTos : ' y ! : :
BAFS3022  |Raview Construction WP for ESS Modification 2l 2 0| agocTos | caNovos : ‘ | :
BA'FS:!OZ‘ Approve Construction WF for FSS Modclcdlon 1 1 0| C4NOVOB 04NOVO8 ; ; ' : ) )
; ./ instell DAF FSS Strainers , S ’
: BAFS$M0 Procura Services for FSS Modmcnthn 5 5 0} O5NOVDS 12NOVOB !
BAFS3062 Modifiy/ Install FSS Stalners 80} 60 o[ t3novos | aamARoe ; : 3
BAFS3064  |Close-out Conatruction WP for FSS Modifications 4 4 o[ o4varDe | 1OMAROS 1 : 1
BAFS53068 Asbuiid FSS Drawihgs 4 4 0| T1MAROS 17MARQY i ! !
Trono Chant 1 24 INAC BAQ @ tasiiide INBASTY S BAEGO @tvainar Nouk 48
. e . . 4
National Security Technologles.ic Vision + Service « Partnership ,F JA‘
Viston - ________’ Nationaf Nucear Securky
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FSS Reliability Analysis

Issue:

Action;

Reason:

Schedule:

@ —

Analysis is needed to provide technical basis of
90% reliability of FSS. Schedule is needed to
improve reliability of FSS.

Perform a RELIABILITY Analysis to establish a
technical baseline.

Provide a technical basis for the DSA/TSR and
FSS system boundary.

Provide input for determining subsequent
decisions on FSS repairs/modifications/upgrades.

28 February 2008 - 28 July 2008

Vision « Service « Partnership W &
A <4

Page 8
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'FSS Flushing Test Surveillance

Issue:

Action:

Reason:

Schedule:

r——_
Nationa) Security Technologles.ium

There are no quantitative criteria for a pass/fail on
FSS flush tests.

Change the existing surveillance flushing
procedure to incorporate quantitative pass/fail
criteria.

Provides empirical basis for determining whether a
facility FSS passes or fails the surveillance
requirement rather than relying on best
engineering judgment.

21 April 2008 — 21 April 2008

17 March 2009 — 17 March 2009 (post strainer

installation)
" . . nN VS
Vision * Service * Partnership " -

Nafional Nuciear Security

Page 12



T100EEU042307

Issue:

Action:

Reason:

Schedule:

I ———
mpsgnme! Security Technologies'ic

Water Tank

The DAF FSS water tank is not within the FSS
safety class boundary.

Incorporate FSS water tank within the FSS safety
class boundary.

Inspect and repair/replace (as determined by
inspection results). |

Place water tank within the boundaries of the FSS
system.

Improve reliability of the FSS.

May 2008

November 2008 (repair/replace decision)

Vision * Service * Partnership IN A_‘ - .a

Page 13
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Issue;

Action:

Reason:

Schedule:

G —

Coal Tar

Coal tar is sloughing from the FSS lead-in pipes.

Analyze coal tar sloughing mechanism.

Perform a time phased analysis of the collected
coal tar debris.

Perform NDE analysis of lead-in pipes.

To understand the coal tar release process within
the lead-in pipes to assess further actions to be
undertaken.

To determine the characteristics of the debris to
assess potential corrosion issues.

Incorporated with other data/analysis assist in
making a decision on path forward for lead-in CAs.

28 April 2008 — 23 June 2008

Vision » Service * Partnership IN "w

Page 14
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DAF FSS Project Path Forward

» Resolution of Fire Suppression System issues being managed as a
project

» Structured path forward which addresses current short term actions
~ and will propose interim and long term alternatives

— Hydraulic Calculations
— Reliability Analysis
— Strainers Replacement

* FSS operability being monitored as dictated in the DAF safety basis

G— » , . A\ L =)
e Vision « Service * Partnershi
National Security Technologies P /WA aﬁ >
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Enclosure 4

AJ. Eggenberger, chaiman~ DEFENSE NUCLEAR FACILITIES
John E. Mansficld, Vice Chairman SAFETY BOARD

Joseph F. Bader _
Larry W. Brown 625 Indiana Avenue, NW, Suite 700 Washington, D.C. 20004-2901

Peter S. Winokur (202) 694-7000

January 18, 2008

The Honorable Thomas P. D’ Agostino

Administrator :
National Nuclear Security Administration lAtgngN

U.S. Department of Energy . NSOMGR ~

1000 Independence Avenue, SW , AMEM

Washington, DC 20585-1000 , AMNS A
AMSS

Dear Mr. D’Agostino:

The Device Assembly Facility (DAF) at the Nevada Test Site continues to implement
planned activities that expand its mission, including receipt, storage, and operations involving
special nuclear material; nuclear explosive operations; and the installation of equipment to
perform potential criticality experiments. The Defense Nuclear Facilities Safety Board (Board)
has identified major issues with the safety related fire suppression system. These issues call into
question the ability of the system to perform reliably in case of need. The Board has previously
expressed concerns with respect to the reliability of the DAF fire suppression system in letters to
the National Nuclear Security Administration (NNSA) dated November 3, 2004, and November
28, 200S. The fire suppression system deficiencies raised in those letters remain largely
unaddressed.

The Board’s staff recently conducted a review of fire protection at DAF and identified
several significant issues concerning the availability and reliability of safety-class and safety-
significant fire protection features. The fire suppression system does not meet the typical design
features for a safety-class system, e.g., redundancy to preclude a single active failure or a safety-
significant system. In addition, the potential for impairment of the existing fire suppression
system is not clearly defined in the DAF safety basis. These issues are documented in the
enclosed report.

In the past year, the Nevada Site Office conducted vital safety system reviews, safety
management program assessments, and a review of the draft update to the DAF safety basis.
These efforts have also identified a list of deficiencies in the fire protection system at DAF.

The Board is especially concerned about the continuing degradation of the underground
piping that supplies water to the DAF fire protection system. This degradation results in
unacceptable amounts of debris in the water supply, which can adversely impact the fire
protection system. The Board does not believe that periodic flushing and cleaning of strainers is
an adequate strategy ensuring that the fire protection system will perform as anticipated in the



DEFENSE NUCLEAR FACILITIES SAFETY BOARD
Staff Issue Report

November 20, 2007

MEMORANDUM FOR: J. K. Fortenberry, Technical Director

COPIES: Board Members
FROM: C. March
J. Deplitch

SUBJECT: Fire Protection at the Device Assembly Facility

This report documents a review conducted by the staff of the Defense Nuclear Facilities
Safety Board (Board) of fire protection at the Device Assembly Facility (DAF) at the Nevada
Test Site. To perform this review, staff members C. March and J: Deplitch met with
representatives of the Laboratory Joint Nevada Test Site Program Office, Lawrence Livermore
National Laboratory, National Security Technologies, LLC, and the National Nuclear Security
Administration’s Nevada Site Office (NSO). '

Background. DAF was designed in the 1980s, with construction of the facility
beginning in April 1988. Lawrence Livermore National Laboratory and Los Alamos National
Laboratory took beneficial occupancy in 1996, and operations began in 1998.

DAF has a fire protection program as required by Department of Energy Order 420.1A,
Facility Safety. Passive protection features incorporate 2-hour rated fire barriers between the
various DAF buildings, creating separate fire areas, while active fire suppression consists of
automatic sprinklers. The water supply for DAF is provided by a 250,000 gallon on-ground steel
water storage tank located on a hill approximately 0.5 miles behind and 230 feet above DAF. A
single 12-inch diameter main feeds a 10-inch diameter cement-lined ductile iron underground
distribution loop, providing domestic potable, industrial, and firefighting water to DAF.

All buildings (except the parking garage, Building 510) are currently protected by
automatic sprinkler systems. The systems in buildings that would support nuclear explosive
operations are designated safety-class, while the systems in buildings for the downdraft table,
glovebox, and Criticality Experiments Facility are designated safety-significant. DAF also has a
fire alarm system to warn personnel of fires, radiation alarms, security intrusions, or gas attacks
in the facility. Should any of these threats occur, the fire alarm system would respond with
audible and visual warnings unique to the threat. Both levels of DAF are also provided with
portable fire extinguishers and equipped with wet standpipe systems for use by the Nevada Test
Site fire department.



® The strainers used to collect foreign material in the flush water do not necessarily
have the same mesh size as the strainers installed in the risers. In many cases, the
perforations of the test strainer are larger than those of the permanent riser strainer.
This test arrangement captures Jess material than do the permanent strainers and does
not reflect the potential for pluggmg of the permanent strainers. Further, there is an
unknown quantity of debris passing through the test strainér, resulting inan
underestimate of how much lining or corrosion products are being mmoved to protect
the risers.

® While some flow data are collected, the procedure does not establish minimum
flushing rates to obtain a minimum velocity of 10 feet per second as recommended in
NFPA 13 and NFPA 25.

® There are no acceptance criteria to evaluate whether the quantity of debris collected
during a flush warrants considering the system failed and/or requiring more frequent
flushing. Decisions are based on the judgment of the system engineer, which appear
qualitative and arbitrary.

¢ Annual flushing for the underground lead-ins was originally established in 1995 and
continued through 2005. With implementation of the DAF Documented Safety
Analysis (DSA) and the associated Technical Safety Requirements (TSRs), the
frequency of flushing for all systems was changed to every 2 years, but no technical
© justification was provided for the schedule change.

Tracking and Trending of Underground Lead-in Flushing. Foreign material
collected during the flushing operations performed since 1995 has been retained; however, no
formal tracking or trending of the available date had been conducted until this year. This process
is being conducted on an ad hoc basis, with the quantity of lining, collected by building, being
entered into a system engineer’s spreadsheet. While this information is useful, additional
evaluation may be warranted The staff’s observations on other tracking and trending issues are
summarized below: :

® The 2007 data collected to date indicate a noticeable increase in the foreign material
collected for some systems, and a significant increase for five systems. This situation
needs to be evaluated to determine the appropriate course of action for future
flushing.

® The material collected from some buildings appears to have changed from liner
material to mineral nodules, scale, and iron oxide particles, indicating the likelihood
of significant corrosion of the piping material. The impact of such corrosion may be
significant.



® Several life safety deficiencies had been identified, but not documented with
appropriate exemptions or equivalencies.

® The contractor’s assessment process for the fire protection program was not
comprehensive.

® The fire detection system for one building with a safety-class sprinkler system is not
designated as safety-class, even though its failure would prevent the operaﬂon of the
sprinkler system’s capabilities.

NSO and DAF management are working to develop an acceptable corrective action plan for all
of the findings of the NSO assessments.

Update of Documented Safety Analysis. The second update to the DAF DSA and TSRs
approved in December 2003 is being developed. The update is a major revision of the DSA and
TSRs. NSO has provided comments on the draft update, including comments on the fire
protection system that are consistent with the findings of its assessments. NSO’s comments
address the reliability and vilnerabilities of the fire suppression system, the availability of the
water supply, and the advisability of considering the water supply system a safety system.

The contractor’s resolution of NSO’s comments includes adding to the TSRs a specific
administrative control for an 8-foot standoff distance between combustible materials and high
explosives, as well as daily surveillance of the riser pressure. The 8-foot standoff distance is
consistent with practice at the Pantex Plant, although the content and quantity of combustible
material appear to be undefined. Riser pressure will provide some indication of the availability
of water, although it will not provide verification of an adequate water flow. While the addition
of these specific administrative controls represents an improvement, the Board’s staff believes
they should be treated as compensatory measures until deficiencies of the engineered controls are
corrected, and defined as defense-in-depth thereafter.

Conclusion. The fire suppression system at DAF does.not meet the expectations of a
safety-class or safety-significant system. Numerous deficiencies have been identified, and the
potential for impairment of the system is not clearly identified in the DAF DSA. These findings
and deficiencies need to be explicitly acknowledged in the authorization basis, and appropriate
compensatory measures instituted pending completion of corrective actions. This should be
completed before more hazardous nuclear operations, €.g., nuclear explosive operations or
criticality experiments, begin at DAF.
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T100EEU042307

FSS Issues (Examples)

DNFSB Letter

SMP/VSS Assessment

DAF DSA Annual Update

DNFSB Recommendation
2008-1

f———
y‘d?"tjm! ngcml;rity Technologies-<

Reliability, SC design, VSS assertions, piping
integrity, compensatory measures, flushing
procedures, straining, tracking and trending , water
supply, FP assessment.

Coal tar study, straining, flushing procedures,
tracking and trending, hydraulic calculations,
system corrosion, SC boundary, NFPA code
deficiencies.

Reliability, hydraulic calculations, water tank as a
SC system.

Safety Class design criteria, operability.

Vision * Service « Partnership F "&. )
Wi 4

Page 3
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DAF FIRE SUPPRESSION SYSTEM
PROJECT SCHEDULE

Datm Date atnaasma ] OMcal Usa Onty (OUO) ]
IR 2 . N TR N = « B P DO « a1 8,0 e 03 paoen R DI
» : ¢ i : !
[} [] [} L] )
Pire Supgw Jory Syatenn Doc Reviews srxt Anaylels o H H H : H
ingy ek e it Paves Aot S8 yoracss e P ;
< . fracicace s Winda Cioneen Fiaeca and vies e,
Joaraio Draht (B Tex Engineering Vark: Plen 12] ) o] 2emanoea | woarroe h"’“‘! o """j Hicm on s s:.-:,‘w i
T M. |' :
: , [y ; e P [ ssaprge. ] g ! i ! i
BAFS 1014 mec Snalowerion Work Plan 2| 2 ol 1earFrice 17 APR0G 1 1 H
o B forFEs . (Col} } - ' H i
o - ' < A Oraf Fispoct 20 o cﬂ A1MARDS Ot MAYOR D;.sqhnn-bm H H {
! L i i i
4 § [ s H
2 i Doe Dath 2844 A Y06 ) )
; ! {
t 1 1]
h H :
: i i
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i
i
1

crevsadrcnarrwadir e e nadcand)
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Early G

Progross Car Natlornsal Securitiss Technology (LLC) official Use Only
DAF Schedula (OUO)

TrRcRl Activtty DAF FS8 Schedule

T TN B,

© Primavers. Systerne, inc.
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FSS Strainer Improvements

Issue:

Action:

Reason:

Schedule:

g— .
vﬂhg"t_im! Security Technologies'ic

Current strainers employed within the FSS are not
NRTL approved.

Perform engineering design, purchase and
installation of NRTL approved strainers with
sufficient capacity to capture debris that would
impair the sprinkler heads. Update/Revise
hydraulic flow calculations.

Achieve NRTL compliance

24 June 2008 — 17 March 2009

Vision « Service » Partnership W A'&Z?A
mor ¢ i A >

National Ne Securl
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FSS DAF Strainers Improvement

T1

Data Date 07APR¢T3| Offical Use Only (QUG) DAF Schedule
. t : : 3 i
Flm &lppmlon Systam Doc Rovlews and Amylsls | ; ; ': : 3
. Dwvel Strabrar B i - S ; ; : : }. ;
: Draft Basis fov' Strainer R.qumm.ms EE o] 24iunpa | owuLos : : ! : : :
|BAFS1032  |Review Basis for Striainar Requirements 2} 2 o] oz2suros | o7uuLos ' ; ’1 : ? i i
BAFS1034 Aoprove &ivede Basln for Sirsinar Requrenterte I o] osiioe | cajuLoe : .’ ; : ! v
PR , N v : T T T B K
Drat F53 Mods Design Raquirements 5] 5] o] 18uN0s | 250UNGS | | P
Revidw Draft FS§ Mods Dasign Reduirements 2 2 0] 28JUNOS 30JUND8 : ! : I : ' X
Approve and Issue FSS Mods Design Requirements 1 1 o| otsutos o13JL08 X ' X . . :
. Devalop New DAF K35 Saminer Mo Ore T ; SIS 2 ; b
BAFS1080  [Develop New DAF FS§ Strainer Mogs Druwmgo 40} 40 of aquLos 11SEPOS. ‘ ' ! ! !
BAFS10682 Review New DAF FSS Stralner Mods Drawings 8 8 al  158SEPO8 253EPOS ' ! : !
BAFS1084 Approve & Issue DAF FSS Strainer Mods Drawings. 4 4 0| 2BSEF0B 020CT08 : ' ; e
Fire s::ppresslon Systam Flclllly Work : ; ; : : ‘
[BAFS20% | Develop WP for Walk Down Risers & Spnnklers 4] 4] 0] 28APROB | 01MAYOS y : ; :
faAEs2012 Walk Down FSS Risers & Spriniders 24| 24 o] b5MAYOS | 16JUND8 H . i :
{BAFES2014  |Submit Walk Down Markups (9 Enginesring 1 1 o] 17sunos | 17JUNOCe H ; 1 X : |
ARt N R e e e : o g : ¢ N : . i
[BAFS2020  [Develop WP for Validation of Strainer Drawings FIE o] osoctos. | grocTos ' i i ‘
{BAaFs2022 Perform Field Valldation of Strainer Drawings 4 4 o| osocros 140CTOB : ! ' y . i
{eAarszo24 Submit Validation Brawings to Engineering 1 1 a| 1s0cTO8 150CT08 ; : : ‘ '
Fire Suppression Systcm ProcumnenUCQnstmcuon : : ! f ; i
‘Progure FSS Striiners Sy ; ; Y : _i :
BAFS3010 Develop Proeuremmt Pﬂd(agefor FSS Strainers 4 4 0 08JuLos 15HL08 \ . | : : : )
BAFS3012 | Procure FSS Strainers 18] 18 o] 16uL08 | 12AUGO8 : : rocuremert, | :
BAFS3014 Reclept Inspect FSS Strainers and Stage for Inst 1 1 0| 13AUGDE | t3AUGOS ket i A i ' X
Mp Construstion Work Contral Doguments - ) e : Loy ; : ;
BAFS3020  [Dramt Construction WP for FSS Modification s} s o] 1soctos | 2¢ocTos : ' y ! : :
BAFS3022  |Raview Construction WP for ESS Modification 2l 2 0| agocTos | caNovos : ‘ | :
BA'FS:!OZ‘ Approve Construction WF for FSS Modclcdlon 1 1 0| C4NOVOB 04NOVO8 ; ; ' : ) )
; ./ instell DAF FSS Strainers , S ’
: BAFS$M0 Procura Services for FSS Modmcnthn 5 5 0} O5NOVDS 12NOVOB !
BAFS3062 Modifiy/ Install FSS Stalners 80} 60 o[ t3novos | aamARoe ; : 3
BAFS3064  |Close-out Conatruction WP for FSS Modifications 4 4 o[ o4varDe | 1OMAROS 1 : 1
BAFS53068 Asbuiid FSS Drawihgs 4 4 0| T1MAROS 17MARQY i ! !
Trono Chant 1 24 INAC BAQ @ tasiiide INBASTY S BAEGO @tvainar Nouk 48
. e . . 4
National Security Technologles.ic Vision + Service « Partnership ,F JA‘
Viston - ________’ Nationaf Nucear Securky
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FSS Reliability Analysis

Issue:

Action;

Reason:

Schedule:

@ —

Analysis is needed to provide technical basis of
90% reliability of FSS. Schedule is needed to
improve reliability of FSS.

Perform a RELIABILITY Analysis to establish a
technical baseline.

Provide a technical basis for the DSA/TSR and
FSS system boundary.

Provide input for determining subsequent
decisions on FSS repairs/modifications/upgrades.

28 February 2008 - 28 July 2008

Vision « Service « Partnership W &
A <4
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T100EEU042307

'FSS Flushing Test Surveillance

Issue:

Action:

Reason:

Schedule:

r——_
Nationa) Security Technologles.ium

There are no quantitative criteria for a pass/fail on
FSS flush tests.

Change the existing surveillance flushing
procedure to incorporate quantitative pass/fail
criteria.

Provides empirical basis for determining whether a
facility FSS passes or fails the surveillance
requirement rather than relying on best
engineering judgment.

21 April 2008 — 21 April 2008

17 March 2009 — 17 March 2009 (post strainer

installation)
" . . nN VS
Vision * Service * Partnership " -

Nafional Nuciear Security
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Issue:

Action:

Reason:

Schedule:

I ———
mpsgnme! Security Technologies'ic

Water Tank

The DAF FSS water tank is not within the FSS
safety class boundary.

Incorporate FSS water tank within the FSS safety
class boundary.

Inspect and repair/replace (as determined by
inspection results). |

Place water tank within the boundaries of the FSS
system.

Improve reliability of the FSS.

May 2008

November 2008 (repair/replace decision)

Vision * Service * Partnership IN A_‘ - .a
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T100EEU042307

Issue;

Action:

Reason:

Schedule:

G —

Coal Tar

Coal tar is sloughing from the FSS lead-in pipes.

Analyze coal tar sloughing mechanism.

Perform a time phased analysis of the collected
coal tar debris.

Perform NDE analysis of lead-in pipes.

To understand the coal tar release process within
the lead-in pipes to assess further actions to be
undertaken.

To determine the characteristics of the debris to
assess potential corrosion issues.

Incorporated with other data/analysis assist in
making a decision on path forward for lead-in CAs.

28 April 2008 — 23 June 2008

Vision » Service * Partnership IN "w
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T100EEU042307

DAF FSS Project Path Forward

» Resolution of Fire Suppression System issues being managed as a
project

» Structured path forward which addresses current short term actions
~ and will propose interim and long term alternatives

— Hydraulic Calculations
— Reliability Analysis
— Strainers Replacement

* FSS operability being monitored as dictated in the DAF safety basis

G— » , . A\ L =)
e Vision « Service * Partnershi
National Security Technologies P /WA aﬁ >
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Enclosure 4

AJ. Eggenberger, chaiman~ DEFENSE NUCLEAR FACILITIES
John E. Mansficld, Vice Chairman SAFETY BOARD

Joseph F. Bader _
Larry W. Brown 625 Indiana Avenue, NW, Suite 700 Washington, D.C. 20004-2901

Peter S. Winokur (202) 694-7000

January 18, 2008

The Honorable Thomas P. D’ Agostino

Administrator :
National Nuclear Security Administration lAtgngN

U.S. Department of Energy . NSOMGR ~

1000 Independence Avenue, SW , AMEM

Washington, DC 20585-1000 , AMNS A
AMSS

Dear Mr. D’Agostino:

The Device Assembly Facility (DAF) at the Nevada Test Site continues to implement
planned activities that expand its mission, including receipt, storage, and operations involving
special nuclear material; nuclear explosive operations; and the installation of equipment to
perform potential criticality experiments. The Defense Nuclear Facilities Safety Board (Board)
has identified major issues with the safety related fire suppression system. These issues call into
question the ability of the system to perform reliably in case of need. The Board has previously
expressed concerns with respect to the reliability of the DAF fire suppression system in letters to
the National Nuclear Security Administration (NNSA) dated November 3, 2004, and November
28, 200S. The fire suppression system deficiencies raised in those letters remain largely
unaddressed.

The Board’s staff recently conducted a review of fire protection at DAF and identified
several significant issues concerning the availability and reliability of safety-class and safety-
significant fire protection features. The fire suppression system does not meet the typical design
features for a safety-class system, e.g., redundancy to preclude a single active failure or a safety-
significant system. In addition, the potential for impairment of the existing fire suppression
system is not clearly defined in the DAF safety basis. These issues are documented in the
enclosed report.

In the past year, the Nevada Site Office conducted vital safety system reviews, safety
management program assessments, and a review of the draft update to the DAF safety basis.
These efforts have also identified a list of deficiencies in the fire protection system at DAF.

The Board is especially concerned about the continuing degradation of the underground
piping that supplies water to the DAF fire protection system. This degradation results in
unacceptable amounts of debris in the water supply, which can adversely impact the fire
protection system. The Board does not believe that periodic flushing and cleaning of strainers is
an adequate strategy ensuring that the fire protection system will perform as anticipated in the



DEFENSE NUCLEAR FACILITIES SAFETY BOARD
Staff Issue Report

November 20, 2007

MEMORANDUM FOR: J. K. Fortenberry, Technical Director

COPIES: Board Members
FROM: C. March
J. Deplitch

SUBJECT: Fire Protection at the Device Assembly Facility

This report documents a review conducted by the staff of the Defense Nuclear Facilities
Safety Board (Board) of fire protection at the Device Assembly Facility (DAF) at the Nevada
Test Site. To perform this review, staff members C. March and J: Deplitch met with
representatives of the Laboratory Joint Nevada Test Site Program Office, Lawrence Livermore
National Laboratory, National Security Technologies, LLC, and the National Nuclear Security
Administration’s Nevada Site Office (NSO). '

Background. DAF was designed in the 1980s, with construction of the facility
beginning in April 1988. Lawrence Livermore National Laboratory and Los Alamos National
Laboratory took beneficial occupancy in 1996, and operations began in 1998.

DAF has a fire protection program as required by Department of Energy Order 420.1A,
Facility Safety. Passive protection features incorporate 2-hour rated fire barriers between the
various DAF buildings, creating separate fire areas, while active fire suppression consists of
automatic sprinklers. The water supply for DAF is provided by a 250,000 gallon on-ground steel
water storage tank located on a hill approximately 0.5 miles behind and 230 feet above DAF. A
single 12-inch diameter main feeds a 10-inch diameter cement-lined ductile iron underground
distribution loop, providing domestic potable, industrial, and firefighting water to DAF.

All buildings (except the parking garage, Building 510) are currently protected by
automatic sprinkler systems. The systems in buildings that would support nuclear explosive
operations are designated safety-class, while the systems in buildings for the downdraft table,
glovebox, and Criticality Experiments Facility are designated safety-significant. DAF also has a
fire alarm system to warn personnel of fires, radiation alarms, security intrusions, or gas attacks
in the facility. Should any of these threats occur, the fire alarm system would respond with
audible and visual warnings unique to the threat. Both levels of DAF are also provided with
portable fire extinguishers and equipped with wet standpipe systems for use by the Nevada Test
Site fire department.



® The strainers used to collect foreign material in the flush water do not necessarily
have the same mesh size as the strainers installed in the risers. In many cases, the
perforations of the test strainer are larger than those of the permanent riser strainer.
This test arrangement captures Jess material than do the permanent strainers and does
not reflect the potential for pluggmg of the permanent strainers. Further, there is an
unknown quantity of debris passing through the test strainér, resulting inan
underestimate of how much lining or corrosion products are being mmoved to protect
the risers.

® While some flow data are collected, the procedure does not establish minimum
flushing rates to obtain a minimum velocity of 10 feet per second as recommended in
NFPA 13 and NFPA 25.

® There are no acceptance criteria to evaluate whether the quantity of debris collected
during a flush warrants considering the system failed and/or requiring more frequent
flushing. Decisions are based on the judgment of the system engineer, which appear
qualitative and arbitrary.

¢ Annual flushing for the underground lead-ins was originally established in 1995 and
continued through 2005. With implementation of the DAF Documented Safety
Analysis (DSA) and the associated Technical Safety Requirements (TSRs), the
frequency of flushing for all systems was changed to every 2 years, but no technical
© justification was provided for the schedule change.

Tracking and Trending of Underground Lead-in Flushing. Foreign material
collected during the flushing operations performed since 1995 has been retained; however, no
formal tracking or trending of the available date had been conducted until this year. This process
is being conducted on an ad hoc basis, with the quantity of lining, collected by building, being
entered into a system engineer’s spreadsheet. While this information is useful, additional
evaluation may be warranted The staff’s observations on other tracking and trending issues are
summarized below: :

® The 2007 data collected to date indicate a noticeable increase in the foreign material
collected for some systems, and a significant increase for five systems. This situation
needs to be evaluated to determine the appropriate course of action for future
flushing.

® The material collected from some buildings appears to have changed from liner
material to mineral nodules, scale, and iron oxide particles, indicating the likelihood
of significant corrosion of the piping material. The impact of such corrosion may be
significant.



® Several life safety deficiencies had been identified, but not documented with
appropriate exemptions or equivalencies.

® The contractor’s assessment process for the fire protection program was not
comprehensive.

® The fire detection system for one building with a safety-class sprinkler system is not
designated as safety-class, even though its failure would prevent the operaﬂon of the
sprinkler system’s capabilities.

NSO and DAF management are working to develop an acceptable corrective action plan for all
of the findings of the NSO assessments.

Update of Documented Safety Analysis. The second update to the DAF DSA and TSRs
approved in December 2003 is being developed. The update is a major revision of the DSA and
TSRs. NSO has provided comments on the draft update, including comments on the fire
protection system that are consistent with the findings of its assessments. NSO’s comments
address the reliability and vilnerabilities of the fire suppression system, the availability of the
water supply, and the advisability of considering the water supply system a safety system.

The contractor’s resolution of NSO’s comments includes adding to the TSRs a specific
administrative control for an 8-foot standoff distance between combustible materials and high
explosives, as well as daily surveillance of the riser pressure. The 8-foot standoff distance is
consistent with practice at the Pantex Plant, although the content and quantity of combustible
material appear to be undefined. Riser pressure will provide some indication of the availability
of water, although it will not provide verification of an adequate water flow. While the addition
of these specific administrative controls represents an improvement, the Board’s staff believes
they should be treated as compensatory measures until deficiencies of the engineered controls are
corrected, and defined as defense-in-depth thereafter.

Conclusion. The fire suppression system at DAF does.not meet the expectations of a
safety-class or safety-significant system. Numerous deficiencies have been identified, and the
potential for impairment of the system is not clearly identified in the DAF DSA. These findings
and deficiencies need to be explicitly acknowledged in the authorization basis, and appropriate
compensatory measures instituted pending completion of corrective actions. This should be
completed before more hazardous nuclear operations, €.g., nuclear explosive operations or
criticality experiments, begin at DAF.





